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Figure 235·1-Clearance diagram for energized conductor

v = Vertical clearance

H = Horizontal clearance
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F-235-1Part 2: Safety Rules for Overhead Lines

3. Conductors shall be arranged so that the vertical spacing shall be not less than that specified in
Table 235-8 under the conditions specified in Rule 235C2b(1)(c)

4. A supporting neutral conductor of a supply cable meeting Rule 230C3 or an effectively
grounded messenger of a supply cable meeting Rule 230Cl or 230C2 may attach to the same
insulator or bracket as a neutral conductor meeting Rule 230BI, so long as the clearances of
Table 235-8 are maintained in mid-span and the insulated energized conductors are positioned
away from the open supply neutral at the attachment

Clearance and spacing between communication conductors, cables, and equipment

1. The spacing between messengers supporting communication cables shouid be not less than
300 mm (12 in) except by agreement between the parties involved.

2. The clearances betWeen the conductors, cables, and equipment ofone communication utility to
those of another, anywhere in the span, shall be not less than 100 mm (4 in), except by agree­
ment between the parties involved.

Clearances in any direction from supply line conductors to communication antennas in the supply
space attached to the same supporting structure

1. General

Communication ·antennas located in the supply space shall be installed and maintained only by
personnel authorized and qualified to work in the supply space in accordance with the
applicable roles ofSections 42 and 44. See also Rule 224A.

2. Communication antenna
The clearance between a communication antenna operated at a radio frequency of 3 kHz to
300 GHz and a supply line conductor shall be not less than the value given in 'table 235-6, row
lb.
NOTE 1: The antenna functions as a rigid, vertical, or lateral open wire cOIIUIlunication conductor.

NOTE 2: See Rule 420Q.

3. Equipment case that supports a communication antenna

The clearance between an equipment case that supports a communication antenna and a supply
line conductor shall be not less than the value given in Table 235-6, Row 4a:

4. Vertical or lateral communication conductors and cables attached to a communication antenna

The clearance between a supply line conductor and the vertical or lateral communication
. conductor and cable attached to a communication antenna shall be not less than the value given
in Rule 239.
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Table 235-6- (continued)
Clearance In any direction from line conductors to supports and to

vertical or lateral conductors, span, or guy wires attached to the same support
[See also ~ules 235E1. 235E3b(2), and 235':]

Communi- SupplyUnes
cationlines
on Jointly Clrcult phase-to-phase voltage

Communl- used
Clearance ofUne catlonUnes structures;
conductors from in general neutral

Oto Over 8.7 Over 50
(in) conducton 8.7kY@ to 50 kY k~~~meeting

(in) (in)Rule130El (in)
(in)

4. Surface ohtructures:

a. On jointly used structures - 5(i) @ 5 a> (j) 5 plu5 0.2 13 plus 0.2
perkY perkY

in excess of in excess of
8.7kV(j)@ 50kY

b. All other 3 (i) @ - 3(j) 3 plus 0.2 11 plus 0.2
perkY perkY

in excess of in excess of
8.7kV @@ 50kV

<DFor guy wires, ifpractical. For clearances between span wires and communication conductors, see Rule 238C.
On jointly used structures, guys that pass within 12 in of supply. conductors, and also pass within 12 in of
communication cables, shall be protected with a suitable insulating covering where the guy passes the supply
conductors, unless the guy is effectively grounded or insulated with a strain insulator at a point below the lowest
supply conductor and above the highest communication cable.
The clearance from an insulated or effectively grounded guy to a communication cablemay be reduced to 3 in when
abrasion protection is provided on the guy or communication cable.

QlCommunication conductors may be attached to supports on the sides or bottomofcrossarms or surfaces ofpoles with
less clearance.

CDThis clearance applies only to supply conductors at the support below communication conductors, on jointly used
structures.
Where supply conductors are above communication conductors, this clearance may be reduced to 3 in.

@All clearances forIine overSO kV shall be based on the maximumoperatingvoltage. Forvoltages exceeding 814 kV,
the clearance shall be determined by the alternate method given by Rule 235E3.

®For supply circuits of0 to 750 V, this clearance may be reduced to 3 in.
®A neutral conductor meeting Rule 230EI may be attached directly to the structure surface.
0Guys and messengers may be attached to the same strain plates or to tile same through bolts.
@For open supply circuits of0 to 750 Y and supply cables ofall voltages meeting Rule 230CI. 2 or 3, this clearance

may be reduced to 1 in. No clearance is specified for phase conductors of such cables where they are physical~y

restrained by a suitable bracket from abrasion against the pole.
<DThe additional clearance for voltages in excess of 50 kY specified in Table 235-6 shall be increased 3% for each

1000 ft in excess of3300 ft above mean sea level.
@Wherethecircuitiseffectively grounded and the neutral conductormeets Rule 230Bl, pbase-to-neutral voltage shall

be used to detennine the clearance from the surface ofsupport arms and structures.
®These clearances may be reduced by not more than 25% to a guy insulator, provided that full clearance is maintained

to its metallic end fittings and the guy wires. The clearance to an insulated section ofa guy between two insulators
may be reduced by not more than 25% provided that full clearance is maintained to the uninsulated portion ofthe
guy. ..

@Phase-to-phase voltages shall be determined according to Rule 23SA3.
®Tbese clearances apply to cOlprnunication antennas operated at a radio frequency of 3 kHz to 300 GHz. Also see

Rules 23514 and 239.
@Does not include neutral conductors meeting Rule 230El.
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Communi· Supply lines
cationUnes
on jointly Circuit phase-to-pbase voltage

Communi- used
Clearance of line catlonllnes structures;
conductors from in general neutral

Oto Over 8.7 Over SO
(in) conductors to M1D

meeting 8.7kV@ toSOkV
(in) (in) kV

Rule230EI (in)
(m)

I. Vertical and lateral
conductors:

a. Ofthe same circuit 3 3 3 3 plus 0.25 No value
perkY specified

in excess of
8.7kV

b. Ofother circuits @ @ 3 3 6el> 6 plus 0.4 23 plus 0.4
perkY perkY

in excess of in excess of
8.7kV SOkV

2. Span or guy wires,@ or
messengers attach~ to same
structure:

a. When parallel to line 3<D 6(j)<D 12 (j) 12 plus 0.4 29 plus 0.4
perkY perkY

in excess of in excess of
8.7kV 50kV

b. Anchor guys 3<D 6 (j) <D 6<D 6plusO.2S 16 plus 0.25
perkY perkY

in excess of in excess of
8.7kY 50kY

c. All other 3<D 6 (j) <D 6 6 plus 0.4 23 plus 0.4
perkY perkY

in excess of in excess of
8.7kY SOkY

3. Surface ofsupport arms 3 <D <D 3 <D <D 3(!) 3 plus 0.2 II plus 0.2

<:
perkY perkY

inexces&i in excess of
8.7kV 8 SOkV

T-235-6(in)
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Part 2: Safety Rules for Overhead Lines

Table 235-6-
Clearance In any direction from line conductors to supports and to

vertical or lateral conductors, span, or guy wires attached to the same support
[See also Rules 235E1, 235E3b(2). and 2351.]
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STATE OF NEW YORK
PUBLIC SERVICE COMMISSION

CASE 07-M-0741 - Proceeding on Motion ofthe
Commission Concerning Wireless
Facility Attachments to Utility
Distribution Poles .

DECLARATION OF »AVI» MARNE

1, David Marne, do hereby state:

1. I am the company president and senior electrical engineer for Marne and

Associates, Inc. in Missoula, Montana, where I specialize in National Electrical Safety Code

("NESC") training and enginee~ng design, I am a registered Professional Engineer and I consult

with both the electric and communication utilities onjoint use pole attachment engineering

issues; including with NextG.

2. .I hold a bachelors ofscience degree in electrical engineering from Montan~ State

University. Currently, I serve on NESC Subcommittee 4, which addresses overhead lines-

clearances issues. I am a senior member ofthe Institute ofElectrical and Electronic Engineers,

Inc. ("mEE"). The IEEE is the publisher ofthe NESC. I am also the author of"McGraw-Hill's

National Electrical Safety Code 2007 Handbook," and frequently present seminars on the NESC

to a variety ofelectric power and communication utility professionals. My associate at Marne

and Associates, Grant Glaus, is also a registered professional engineer and is on NESC

Subcommittee 5, which addresses overhead lines-strength and loading issues.

3. Prior to fOl.Ulding Marne and Associations, I worked as a consulting electrical

engineer for 22 years. I have been involved in NESC training for over 10 years.

WDC 709S25vl 0103871-000038



4. In my role as a consultant to NextG, my company provides consulting on an as

requested basis helping NextG assure compliance with the NESC. In that capacity, my company

has performed a "typical" pole attachment loading calculation dated Mar. 21, 2007, attached

hereto as Exhibit A. A summary ofthe calculations, which is shown below, indicates that pole

line conductors (power and communication) put substantially more load on a pole than vertical

ante~ and pole top extension structures. Independent ofthe values, all loads on the structure

must be considered when designing a pole line.

Mwp
(Sh)(Mwc)
Mwt
Mwa
Mwpe
Mwe

s.

3,68~ ft·lb moment due to wind on pole
53,352 ft·lb moment due to wind on conductor (for a 275' span length)

1,449 ft-Ib moment due to wind on transformer
777 ft-lb moment due to wind on antenna
632 ft-Ib moment due to wind on pole extension
560 ft·lb moment due to wind on communication equipment box

The National Electrical Safety Code (UNESC'') addresses communication

antennas on the top ofpower poles and refers to these installations as communication antennas in

the supply (power) space. The rules in the NESC, including the rule~ related to communication

antenna installations, are for the safety ofelectric power and communication workers and the

public.

I declare under penalty ofperjury that the statements contained in this Declaration are true and

correct. _'-~-=~fMrI=..:;..;;):.-..;tf)~r-:aooe,g:.lC::=r..---­
David Marne

Dated September 7, 2007
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